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The reader was tested by being wired into the Net2 plus reader 2 port on
Net2 6.06.12017 using QR codes.

There is no LED response from the reader, the Red, White and Green LEDs

remain static ON.

For more information visit the manufacturers website:

Cable Pinout ACU terminal
VCC +12V
- Red LED
- Amber LED
- Green LED
DO Wiegand DO
D1 Wiegand D1
- NOT USED
GND oV

Ensure any unused wires are safely terminated.

https://www.sensoraccess.co.uk/

Datasheet:

http://public.sensoraccess.co.uk/Products/Readers/Special/ORCode%2CORProx%20Datasheet.pdf

Red 12V dc
Red LED
Amber LED
Green LED
Data/D0
Clock/D1
Media Detect

0V out
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https://www.sensoraccess.co.uk/
http://public.sensoraccess.co.uk/Products/Readers/Special/QRCode%2CQRProx%20Datasheet.pdf
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