PaXtOn 3rd Party

The tested XT-1 was configured with the following DIP switch
settings:

. S101 positions 6-8: ON-OFF-ON (8-digit Magstripe)

|I| I|I|l|l |.|I|.|

. S301 positions 6-8: OFF-OFF-OFF (pull-ups disabled)
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The TagMaster reader is recommended to be used with 24VDC, 0.5A supply. The reader cannot be powered
from Net2 PSU.

Cable Pinout ACU terminal
INT+ and IN2+ +12V
IN2- Red LED
- Amber LED
INT- Green LED g
D1/DATA Data/D0 g
DO (CLK) Clock/D1
CL (LOAD) NOT USED Media Detect
GND ov

Ensure any unused wires are safely terminated.
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